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ABSTRACT This paper informs on the flashover strength of three materials: Delrin (polyoxymethylene),
HDPE (high-density polyethylene) and Ultem (polyetherimide) with smooth surface finishes, in zero-grade
air at−0.5, 0 and 0.5 bar gauge, and at<10%,∼50% and>90% relative humidity (RH). Both negative and
positive polarity impulse voltages were applied to investigate the potentially asymmetrical electrical perfor-
mance of the geometrically-symmetrical electrode arrangement. In all tests, high voltage (HV) impulses with
a nominal 100/700 ns wave-shape were applied. Each test conformed with the ASTM D3426-97 standard
of ‘step up’ testing, to find the average flashover voltage for each set of conditions. For negative polarity,
each solid dielectric material demonstrated a decrease in flashover voltage as the RH was increased. For
positive polarity, however, the flashover voltages were similar for all levels of RH, with the exemption of
HDPE. A decrease in flashover voltage was found as the permittivity of the material increased for negative
polarity, irrespective of humidity and pressure. Overall, the highest flashover voltage recorded for negative
polarity was∼200 kV with an HDPE spacer, at 0.5 bar gauge and<10% RH. The poorest performance was
for a Delrin spacer in negative polarity, at−0.5 bar gauge and>90% RH, at a value of∼53 kV. For positive
polarity, the highest flashover voltage was for a Delrin spacer at∼50% RH and 0.5 bar gauge, with a voltage
of ∼180 kV; the lowest flashover voltage of ∼60 kV was recorded with an HDPE spacer, at −0.5 bar gauge
and >90% RH.
INDEX TERMS Flashover, gas breakdown, high-density polyethylene, high voltage, impulse, polyether-
imide, polyoxymethylene, pulsed power, relative humidity, surface flashover, Weibull statistical analysis,
zero-grade air.
I. INTRODUCTION
Solid insulation is important within pulsed power systems as
it provides mechanical support between conductors at differ-
ent potential, but the inclusion can lead to surface flashover
of the gas-solid interface created, which can occur at a lower
applied voltage than that for a gas gap without a solid spacer.
Therefore, it is desirable to have information on the flashover
strength of different materials within a system, in order for
design processes to be tailored to the intended application.
Within this paper, solid spacers were tested in sub-optimal
conditions, and the performance recorded throughout. Three
The associate editor coordinating the review of this manuscript and
approving it for publication was Mehdi Bagheri .
materials, HDPE (high-density polyethylene), Delrin (poly-
oxymethylene) and Ultem (polyetherimide) were tested in
conditions of varying humidity, polarity and pressure.
Experimental results are reported in [1], with surface
flashover events characterised in air with varying humidity
for PTFE, silicone rubber (SIR), nylon and glazed porcelain,
with a rod-plane electrode topology, under positive impulse
voltages. The authors observed that, as the absolute humidity
increased from 5 g/m3 to 25 g/m3, the positive flashover
voltage was seen to increase for both lightning impulse (LI)
and switching impulse (SI) voltages.
In [2], under a similar topology and negative polarity, it was
observed that increasing the relative humidity (RH) resulted
in the flashover strength decreasing. The flashover voltage
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FIGURE 1. Schematic diagram of test cell, showing spacer between
electrodes, dimensions and connections.
was recorded at 10%, 30%, 60% and 90% RH, and decreased
from 18 kV to 14 kV. In [3], the differences in the initiation
and propagation of positive and negative streamers, resulting
in flashover, are discussed. It was found that, under negative
polarity, the plasma channel established at breakdown was
seen to follow the surface of the material. Under positive
polarity, however, the plasma channel at breakdown was seen
to be repelled from the surface of the solid material and
propagate through the bulk air.
In [4], flashover of air gaps without solid spacers was
characterised, under high humidity levels, up to and including
100% RH. Under these conditions, fog accumulation was
found to have a detrimental effect on the breakdown strength
of the air gap tested, especially for values of RH >80%.
In [5], the effect of increasing water vapour content in
SF6 was investigated. The authors found that the increase of
water content at a given pressure resulted in a decrease in the
flashover strength of an epoxy-resin insulated system. It was
also found that the presence of water for an extended period of
time could result in chemical reactions occurring at the spacer
surface, leading to reduced flashover initiation voltages.
Within the present work, three different humidity levels
were used throughout the testing process: <10% RH, ∼50%
RH and >90% RH. Flashover under both, positive and nega-
tive, polarity impulse voltages was investigated, at pressures
of −0.5 bar gauge, 0 bar gauge and 0.5 bar gauge. Previ-
ous literature reports on the performance of various differ-
ent materials in high-humidity environments show different
behaviour under similar conditions [1]–[4]. The materials
tested in this paper were HDPE (high-density polyethylene),
Ultem (polyetherimide) and Delrin (polyoxymethylene). The
relative permittivity of these materials is 2.3 [6], 3.0 [7] and
3.8 [8], respectively. The dimensions of the solids used were
40 mm in length and 30 mm in diameter, as shown in Fig. 1.
This paper focuses on similar methodology to that used
in the literature discussed previously, although under the
FIGURE 2. Asymmetric electric field distribution for test cell setup, with
boundary conditions added to simulate the practical position within the
Faraday-caged lab; 1 kV is applied to the upper electrode and the lower
electrode is grounded. Materials for the test cell enclosure shown in the
figure are PVC on the top and bottom of the test cell and Perspex for the
enclosure, corresponding to Figure 1. Boundary conditions (not shown
due to the long distances involved) are at 1.5 m from the electrode edges
to the side wall of the lab (r direction), and at 1.25 m from the electrodes
to the lab ceiling (z direction), which correspond to the physical distances
in the test lab.
high dV/dt conditions encountered in pulsed power appli-
cations, in order to determine the effect of environmental
conditions on the relative flashover performance of the dif-
ferent solid materials, thereby, allowing conclusions to be
drawn on the synergistic effect of multiple environmental and
material parameters on the flashover voltage. This paper also
highlights the potential asymmetrical electrical behaviour of
geometrically-symmetrical electrode arrangements, due to
the ratio of the sparkover distance to the electrode diameter.
The reported results, highlighting the effect of sub-optimal
conditions on the fast dV/dt impulsive flashover of solid
insulation, will be of interest to designers of high voltage and
pulsed power components and systems.
II. EXPERIMENTAL ARRANGMENT
In Fig. 1, the design of the test cell has been illustrated, includ-
ing the dimensions of each component part. The arrangement
was designed in order to replicate a practical pulsed power
insulation system, where limited space is available. The elec-
trodes shown are made of stainless-steel and polished to a
mirror finish. The specific shape of the electrodes resulted in
a quasi-uniform electrical field distribution being produced
during energization. From an axisymmetric electrostatic sim-
ulation run using QuickField software, an increase in the field
intensity of∼87% at the rounded edges of the electrodes was
measured, in comparison to the average field (V /d), as shown
in Fig. 2. The simulation result in Fig. 2, whichwas conducted
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for an open gap with no solid spacer, also shows that the
electric field strength is 103% higher at the HV electrode
in comparison to that at the grounded electrode, over the
contour line shown. The simulations were focused on open
gaps, to highlight the possibility of differences in positive
and negative breakdown voltages, even in the geometrically-
symmetrical electrode arrangement, when one electrode is
grounded. The simulation incorporates the Laplacian equa-
tion: ∇2V = 0, and a Dirichlet boundary condition of V = 0
was used to simulate the effects of measured distances to
grounded parts of the Faraday test cage where the test cell
was housed. This resulted in an asymmetric electric field
distribution, prompting both impulse polarities to be tested.
The system was designed to limit the maximum break-
down voltage to around 200 kV. These design crite-
ria resulted in asymmetrical electrical behaviour of the
geometrically-symmetrical electrode arrangement, including
in the case when the electrodes were not bridged by a solid
spacer. For such open air gaps, this behaviour is due to the
ratio of the inter-electrode gap spacing and the diameter of
the electrodes, as shown in [9], and discussed further in [10].
Based upon the discharge regimes discussed in [9] and [10],
the dimensions of the electrode system used herein, where
the discharges generally occur at the rounded edges of the
electrodes for no-spacer tests, fall within the ‘low positive
spark over range’ from [10], due to the ratio of the diameter
of the electrode edge (20 mm) to gap distance (40 mm) being
200%; this is discussed further in section V.
This ratio results in a lower positive breakdown volt-
age than negative, for geometrically-symmetrical electrode
arrangements, when one of the electrodes is grounded [9].
Therefore, both positive- and negative-polarity impulse volt-
ages were applied in the present work, to establish whether a
similar effect was observed.
The charging voltage was supplied from a 100 kV, 2.5 mA,
Glassman high voltage DC power supply, connected through
a 1 M charging resistor. This was then connected to the
input of a 10-stageMarx generator. The CuSO4 wave-shaping
resistors used had values of 300  for the wave-tail and
700  for the output (wave-front) resistor, as illustrated
in Fig. 3. This specific resistor arrangement resulted in a
100/700 ns output voltage waveform, as shown in the oscil-
lograms in Fig. 4. The output of the Marx generator was
connected to the test cell and a voltage divider in parallel.
A 1000:1 Tektronix P6015A HV probe was connected to the
output of an 8:1 CuSO4 resistive voltage divider, and through
to a Tektronix MDO3012 oscilloscope, for analysis of the
resulting waveforms.
Several stages were incorporated into the gas-handling
system, allowing for the relative humidity of the gas in the
test cell to be altered and monitored prior to testing. This
was achieved using a ‘wet chamber’, connected to a gas
distribution board, where air could be passed through a cham-
ber filled with distilled water and an ultrasonic humidifier,
before entering the test cell. The output of the gas bottle was
connected to both, a ‘dry line’ and a ‘wet line’, allowing
FIGURE 3. Circuit diagram of components connected to the output of the
Marx generator, with resistor values used to produce the 100/700 ns
waveshape.
FIGURE 4. Resulting positive polarity waveform from Marx generator,
showing a) Rise time of 100 ns (10% - 90%) and b) Time to half-value
of 700 ns.
for <10%, ∼50% and >90% RH to be achieved. Dry air
with <10% RH was provided directly from the gas bottle;
the test-cell was evacuated 3 times using a rotary vacuum
pump before testing to remove any residual humidity, before
finally filling with the gas to be tested. Relative humidity
of ∼50% was achieved by mixing gas from the gas bottle
line, which bypasses the wet chamber, and a line that flows
through the wet chamber. Relative humidity of >90% was
achieved by passing gas only through the wet chamber. The
achieved humidity was then monitored by a TE Connectiv-
ity HPP801A031 humidity sensor, the output capacitance of
which varies with RH (±2%), housed within the test cell,
as shown in Fig. 1. The sensor was connected via a buffer
circuit, with changes in the frequency of the output signal
corresponding to changes in RH, to a separate Rohde and
Schwarz HMO2024 oscilloscope, allowing the humidity to
be monitored throughout the testing process. The test cell
chamber was re-filled each time a flashover event occurred,
after being evacuated using the rotary vacuum pump. The
vacuum pump was also used in controlling and setting the
internal test cell pressure, prior to testing.
The testing procedure implemented was a ‘step up’
method, as included in the ASTM D3426-97 standard [11].
The voltage level initially applied was set to provide a low
probability of flashover, before the charging voltage was
increased in iterations of 300 V, monitored on a DMM, via
a 1000:1 Testec HVP-40 HV probe. Once a flashover event
was initiated during one of the three tests at each level,
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the resulting waveform was inspected, and the flashover volt-
age recorded. The output voltage was then decreased to a
level with a low probability of breakdown, and the process
repeated until the occurrence of another flashover event.
Two, clear, withstand levels were always observed before
a valid breakdown voltage was recorded. This process was
conducted N = 20 times for each set of test conditions.
The obtained breakdown voltage values, Ui, were used to
obtain an estimation of the flashover initiation voltage, U50,







Fig. 3 shows a circuit diagram of the connections from
the output of the Marx generator, connected to the test cell
and the monitoring station where the data was recorded.
Fig. 4 shows the resulting (positive) 100/700 ns output
voltage waveform.
III. EXPERIMENTAL RESULTS
Figs. 5a (negative) and 6a (positive) show average flashover
voltages at −0.5 bar gauge, Figs. 5b and 6b show results at
0 bar gauge, and Figs. 5c and 6c show results at 0.5 bar gauge.
Each bar represents the average of 20 breakdown events, with
the calculated standard deviation shown in the form of error
bars.
Figs. 5a, 5b and 5c show the average flashover voltages
and standard deviations calculated from the negative polarity
data. It is clear that the flashover voltage of the insulation sys-
tem generally decreased as the RH was increased. In all tests
conducted, as the pressure was increased, the flashover volt-
age increased also. The maximum average flashover voltage
of ∼200 kV achieved in the tests was with an HDPE spacer
under negative polarity, at 0.5 bar gauge and <10% RH. The
minimum average flashover voltage of∼53 kV was recorded
at −0.5 bar gauge and >90% RH, for a Delrin spacer. The
effect of increasing RH can be seen for the ‘Air’ (no spacer)
tests. A decrease in average flashover voltage was seen as
the RH was increased, especially from ∼50% to >90%.
At >90% RH, the test cell was in a fog-like environment,
resulting in a significant decrease in the breakdown strength
of the air gap, seen also in [4] and [12]. A permittivity effect
on the flashover strength of the composite insulation system
is also apparent in Figs. 5a, 5b and 5c, where a decrease
in the flashover voltage was seen with increasing relative
permittivity of the solid spacer; these decreases, however, are
not statistically significant.
Figs. 6a, 6b and 6c show the positive polarity voltages for
each material, humidity and pressure. There is a difference
in insulation performance compared to the negative polar-
ity results. Generally, at a particular pressure, the flashover
strength of the system either stayed consistent, or increased
slightly, from<10%RH to∼50%RH.With no spacer (‘Air’),
increasing humidity did not have a significant effect on the
breakdown strength; this applied for all tested pressures, and
was also observed in [13]. When a solid spacer was included,
FIGURE 5. Negative polarity U50 flashover voltage results for HDPE,
Ultem, Delrin and Air (no spacer), under <10% RH, ∼50% RH and >90%
RH, at: a) −0.5 bar gauge; b) 0 bar gauge; and c) 0.5 bar gauge. Each bar
represents the average of 20 flashover events and the error bars show the
standard deviation.
increasing relative permittivity did not result in the general
trends seen during the negative polarity tests. The maxi-
mum achieved flashover voltage under positive polarity was
found with a Delrin spacer, at ∼50% RH and 0.5 bar gauge,
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FIGURE 6. Positive polarity U50 flashover voltage results for HDPE, Ultem,
Delrin and Air (no spacer), under <10% RH, ∼50% RH and >90% RH, at:
a) −0.5 bar gauge; b) 0 bar gauge; and c) 0.5 bar gauge. Each bar
represents the average of 20 flashover events and the error bars show the
standard deviation.
measured at a voltage of ∼180 kV. The minimum flashover
voltage of∼60 kV recorded under positive polairty was found
at −0.5 bar gauge and >90% RH, with an HDPE spacer.
As the humidity increased, there was no conclusive difference
in the flashover voltage, with the exception of HDPE, partic-
ularly at >90% RH; these results will be discussed further in
section V, in the context of observations of differences in the
discharge path for different conditions.
Comparison of results for both polarities shows a signif-
icant difference in the performance of the different mate-
rials during testing. For example, for an HDPE spacer at
<10% RH and 0.5 bar gauge, the breakdown voltage fell
from ∼200 kV for negative polarity to ∼155 kV for pos-
itive polarity. However, an increase in breakdown voltage,
from ∼90 kV for negative polarity to ∼160 kV for positive
polarity at >90% RH, was found for a Delrin spacer at
0.5 bar gauge. This asymmetrical behaviour is due to different
phenomena governing the flashover process, discussed in
section V.
When comparing negative and positive breakdown volt-
ages at <10% RH, the differences between the voltages at
each pressure are statisitically significant to one standard
deviation. This has been discussed in [9] and [10], where the
specific electrode diameters and gap spacings result in a dif-
ference in the positive and negative breakdown voltages, for
sphere-sphere gaps, with one electrode grounded. The dimen-
sions used in the present study, displaying the asymmetric
field distribution shown in Fig. 2 and using the same process
as [9], [10], mean that the current electrode system can be
categorised in the ‘low positive spark over range,’ resulting in
a higher negative breakdown voltage. However, when adding
moisture to the system, the breakdown voltages at ∼50%
RH and at >90% RH showed an increasingly-symmetrical
performance, with the negative and positive breakdown volt-
ages being closer in magnitude. This is potentially due to
the effect on the field distribution of a build-up of moisture
on the grounded electrode of the vertically-aligned electrode
system, as well as its effect on the plasma channel location.
This is discussed further in section V.
In order to illuminate the relative effects of the different
experimental conditions further in section IV, a 2-parameter
Weibull statistical analysis was conducted on the breakdown
data for all different tests.
IV. 2-PARAMETER WEIBULL STATISTICAL ANALYSIS
A 2-parameter Weibull statistical analysis, which is often
applied to insulation breakdown data, was performed on
all breakdown results shown in Figs. 5 and 6. In this
work, V is the peak applied voltage that was found to
induce flashover [14]. Using the 2-parameter Weibull distri-
bution (2) from [15], and introduced in [16], two parameters
characterizing the distribution are found per data set.







The first parameter, α (kV), defines the offset voltage, V ,
where the probability of breakdown is 63.2%, V63.2% = α.
The second parameter, β, is used to control the skewness
and the kurtosis of the distribution, and is found from the
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gradient of the distribution. Lastly, the breakdown voltage
associated with 0.01% probability of failure, V0.01%, was
calculated from the cumulative distribution function (CDF)
for each data set, in order to estimate the minimum break-
down (flashover) voltage for each test. To find each of
these values, it was assumed that the voltage where the
probability of failure of the insulation system is zero, γ ,
is γ = 0 V. A 3-parameter Weibull distribution fitting was
also conducted for the test results. However, due to the com-
puted γ values falling just below the minimum measured
breakdown voltage values for each test, conservatively, the
2-parameter method was used, as well as finding the asso-
ciated V0.01% for each data set. This method was further
validated in terms of goodness of fit by using a Kolmogorov-
Smirnov test to 95% confidence level on each of the data
sets.
Equation (2) characterises the cumulative probability of
failure, and gives a distribution of flashover voltages with
respect to probability of failure occurring. To form probabil-
ity plots to compare the behavior of the different gas-solid
(or gas only) gaps, the CDF from (2) is converted into the







= β ln (V )− βln(α) (3)
Using (2) and (3), values for α and β were extracted from
the results, and V0.01% calculated. The values of α, β and
V0.01% for each of the tests are presented in Figs. 7 and 8.
A. WEIBULL DISTRIBUTION PARAMETERS
In this section, the Weibull parameters discussed previously
have been graphed to show values of α, β and V0.01%.
1) NEGATIVE POLARITY
This section includes the 2-parameter Weibull analysis
results corresponding to the negative-polarity flashover data
in Fig. 5.
The parameters characterising theWeibull distributions for
negative polarity results are shown in Figs. 7a (<10% RH),
7b (∼50% RH) and 7c (>90% RH). For negative polarity,
the 0.01% probability of failure value follows a similar trend
to that of the α value. The difference between the α and
0.01% probability value is determined by the gradient (β)
of the distribution, which is indicative of the sensitivity of
the material tested. This can be seen visually in Fig. 7c, for
example, where the 0.01% probability value is closer to the
α value at−0.5 bar gauge, corresponding with the increasing
values of β observed with decreasing permittivity. The values
for 0.01% probability are reduced, in comparison to the α
value, the most at −0.5 bar gauge and ∼50% RH, from
the lower β value measured due to the increased range of
the breakdown voltages for these conditions, particularly for
Ultem. The value of β was found to be fairly consistent with
increasing pressure, although, the distribution becomes more
erratic at >90% RH.
FIGURE 7. Negative-polarity scale (α), shape (β) and V0.01% by spacer
material: D = Delrin, U = Ultem, H = HDPE and A = Air (no spacer),
at different pressures and at: a) <10% RH; b) ∼50% RH; and c) >90% RH.
Connecting lines are for visual guidance only.
2) POSITIVE POLARITY
This section includes the 2-parameter Weibull analysis
results and discussion corresponding to the positive-polarity
flashover data in Fig. 6
Shown in Figs. 8a (<10% RH), 8b (∼50% RH) and 8c
(>90% RH) are the 2-parameter Weibull parameters for
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FIGURE 8. Positive-polarity scale (α), shape (β) and V0.01% by spacer
material: D = Delrin, U = Ultem, H = HDPE and A = Air (no spacer),
at different pressures and at: a) <10% RH; b) ∼50% RH; and c) >90% RH.
Connecting lines are for visual guidance only.
positive polarity, for each set of test conditions. As before,
the 0.01% probability value generally follows the same trend
as α, with the β values determining the difference between
these two points. This can be seen from Fig. 8c, where,
at −0.5 bar gauge, the elevated β value for Delrin results in
a much smaller difference in values compared to that for an
open air gap, where β was much lower. This then informs
on the sensitivity of the system for each change. As the RH
was increased, the 0.01% probability value showed a slight
increase due to the general β increase when comparing values
at both, <10% RH and ∼50% RH, with those at >90% RH.
However, as seen for negative polarity also, as the humidity
is elevated to >90% RH, the trend becomes more erratic.
The 0.01% probability values are reduced in comparison to
the α values the most for HDPE, at 0 bar gauge at∼50% RH,
with the lower β value measured due to the increased range
of breakdown voltages for these conditions. As the pressure
was increased, the scale parameter, α, increased. Unlike for
negative polarity, however, no dependence on the permittivity
of the material was observed. In terms of β, a small increase
in value is evident with increasing pressure at<10% RH and
at ∼50% RH, although for >90% RH there is no discernible
trend.
Overall, for both negative and positive polarity, there is
a general increase in α, corresponding to the increasing
flashover voltages shown in section III, with increasing pres-
sure. With increasing humidity, the same trend is seen as for
the average breakdown voltage values shown in Figs. 5 and 6,
where a decrease is seen for negative polarity, while α is
generally a consistent value for positive polarity. Values of
β were shown to generally increase as the pressure increased
and as the humidity increased, although the behavior is more
erratic at >90% RH, for both polarities. This indicates that
the range of the breakdown values observed is decreasing
as pressure increases, and as humidity increases. Values of
V0.01% were found to generally increase with increasing pres-
sure, governed by the increase of α and the corresponding β
values.
V. DISCUSSION
The observed results are now discussed in terms of the param-
eters that had a marked effect on the flashover voltage in the
testing phase.
A. MATERIAL
Comparing the results by material highlights the effect that
the relative permittivity of the solid spacer had on certain
tests. Under negative polarity, the performance of the system
was shown to follow the assumption of higher flashover
strengths for lower permittivity [17], [18]. This behavior
was observed for all three levels of RH and all three lev-
els of pressure, as evident from Fig. 5. This observation is
based on changes in the average flashover voltages, although,
the error bars do overlap. This decrease in flashover voltage
is due to the field enhancement associated with increas-
ing relative permittivity of the spacer material, resulting in
lower flashover voltages [17], [18]. Under positive polar-
ity, however, the same effect was not observed. This is
due to different breakdown processes affecting the initi-
ation and propagation of the discharge, including higher
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probability of bulk air breakdown, away from the surface of
the spacer [3], [13], [19].
B. HUMIDITY
Increasing the relative humidity resulted in significant
changes in the performance of the insulation systems. It was
observed that, under negative polarity, increasing RH was
detrimental to the system, with the flashover voltage decreas-
ing. However, under positive polarity, the reduction in
flashover voltage with increasing RH was not so substantial.
Particularly between<10% RH and∼50% RH, the flashover
voltage at ∼50% RH was found to be either equal to, or
greater than, that at <10% RH. At <10% RH, a substantial
asymmetric performance of the gap was evident when chang-
ing impulse polarity. This polarity effect is due to the ratio of
gap spacing to electrode diameter.With no spacer between the
electrodes, the discharges were initiated from the electrode
edges, where the field is increased by ∼87% compared to
the average field (V /d), as shown in Fig. 2. That is, the
field distribution at the electrode edges can be classified as
quasi-uniform, similar to that of the sphere gaps tested in [9]
and [10]. In [9] and [10], it is shown that, for different ratios
of gap spacing, S, to sphere diameter, D, the breakdown
behaviour of a geometrically-symmetrical electrode arrange-
ment is not always electrically symmetrical. The ratio S/D
determines the mechanism of the electrical breakdown, and
the resultant breakdown voltage of the system. Using the
same method, S/D for the current system is calculated to be
∼2. From [10], it is seen that this system falls within the ‘low
positive sparkover range’, which results in a higher negative
breakdown voltage.
In [9], the authors state that: ‘‘In sphere spacings greater
than 1.6
√
R the influence of ground on the flux dis-
tribution causes higher voltage gradients to exist on the
ungrounded sphere than exist on the grounded sphere at
sparking distances’’. This effect of higher voltage gradients
resulting when one of the electrodes is grounded is supported
by [20]–[22], where grounding of one electrode is shown
to affect the field distribution in geometrically-symmetrical
electrode setups, which can manifest in differences in the
positive and negative breakdown voltages. The simulation
results in Fig. 2 support this phenomenon, as the field at the
HV electrode is seen to be over two times higher than that at
the grounded electrode, resulting in a field distribution closer
to that of a sphere-plane gap, where negative breakdown volt-
ages are higher than positive. These differences in breakdown
performance are discussed in [9]: where the electrode setup
falls within the ‘low positive sparkover range’, the positive
breakdown voltage is lower than the negative, due to elec-
trons being absorbed by the positive HV electrode, leaving
behind positive space charge in the gap. This positive space
charge increases the effective ionisation zone, and adds to the
HV electrode potential, leading to breakdown. For negative
polarity, electrons are repelled by the HV electrode and are
subject to electron attachment due to the electronegativity of
the gas, or the electrons are held by the positive space charge
at the outer boundary of the ionised region.
Further work on symmetrical rod gaps is reported in [23]
and [24], where differences in positive and negative break-
down voltages of up to 100 kV were also shown. In the
present work, an increase of the relative humidity of the gas
between the electrodes was seen to decrease the magnitude
of the difference between positive and negative breakdown
voltages - this is potentially due to water droplets forming
on the grounded electrode of the vertically-aligned system
due to gravity, and increasing the field strength, as shown
in [25], potentially counteracting the asymmetrical perfor-
mance caused by the S/D ratio.
In order to further understand the reasons for this behaviour
with the addition of a dielectric spacer, the location of for-
mation of the plasma channel and subsequent discharge path
upon breakdown was visually inspected during testing. The
plasma channel at breakdown was seen to initiate and ter-
minate at different points in the electrode system, depen-
dent upon the test parameters. The different test conditions
resulted in three distinct flashover behaviours:
• a surface flashover, with the discharge coupled closely
to the surface of the solid spacer;
• a flashover at the higher-field regions associated with
the electrode edges, away from the surface of the solid
spacer;
• a flashover initiated at the edge of one electrode, but ter-
minating at a position on the opposite electrode, between
the triple junction point and the rounded electrode edge.
Differences in flashover behavior were also evident when
comparing spacer material. As the humidity was elevated to
>90% RH, HDPE was found to have similar performance for
both, positive and negative, polarity. This similar behaviour
at >90% RH is thought to be due to the consistent dis-
charge path for HDPE at each level of pressure, with dis-
charges either all emanating from the triple junction, or all
from the electrode edge, irrespective of polarity. Therefore,
the system can be viewed as being symmetrical when the
solid spacer is formed from HDPE. However, with Delrin
and Ultem spacers, there is a clear polarity effect, correlat-
ing with observations on the discharge path changing with
different polarities as the humidity increases. This polarity
effect for Ultem and Delrin is thought to be due to the
fact that surface flashover was generally observed under ele-
vated RH for negative polarity, whereas bulk breakdown of
the humid air at >90% RH, away from the solid surface,
was generally observed for positive polarity. This behavior
has been discussed in [3], [13], which show that positive
impulsive discharges develop away from the surface of the
insulating spacer. This was due to charge deposition from
surface discharges accumulating on the surface of the solid
spacer, culminating in an abundance of induced polariza-
tion charges, causing field distortions that can affect the
avalanche process close to the spacer surface [19]. This can
be attributed to the application of impulses that did not result
in breakdown from the ‘step up’ process, but contributed
VOLUME 8, 2020 228461
R. W. Macpherson et al.: Impulsive Flashover Characteristics and Weibull Statistical Analysis of Gas-Solid Interfaces With Varying RH
to an increase in surface charge. This is also seen in [26],
where the surface charge has been shown to increase with
the number of impulses the dielectric is subject to. In the
present study, the negative-polarity breakdown voltages were
found to decrease drastically at elevated (>90% RH) humid-
ity levels. This results in a higher positive-polarity flashover
voltage compared to that for negative polarity, due to the
initiation and termination points of the plasma channel during
flashover. This can be explained further by the following
phenomena. Firstly, differences in hydrophobicity can change
the way that water vapour accumulates on the surfaces of the
different spacer materials. For hydrophobic materials such
as HDPE, the accumulation of water droplets on the surface
can result in their movement under the action of an applied
electrical field. This movement of water droplets along the
spacer surface eliminates the high-field regions that would
otherwise be created by the accumulation of droplets at the
triple junction, increasing the flashover initiation voltage and,
thus, the breakdown voltage [27]–[29]. This is particularly
evident for negative polarity, where the discharge is more
likely to propagate over the surface of materials at higher
levels of RH [3], [13].
Under positive polarity, the discharges propagate through
the bulk air with Delrin and Ultem spacers, resulting in the
flashover voltage being lower for negative polarity. As the
humidity increases to >90% RH, water accumulates on
the spacer surfaces, creating a more conductive surface over
the length of the solid dielectric [30]. Therefore, the resistivity
associated with the air-solid interface will decrease, and the
flashover voltage will decrease accordingly, as seen from the
test results in Figs. 5 and 6.
Overall, the effect of RH on the flashover voltage can
be discussed in the context of the results in Fig. 5 (nega-
tive polarity). With no solid spacer (‘air’), the discharge is
initiated from the high-field region at the electrode edges.
Comparing the results at>90% RH, there is a clear reduction
in the average flashover voltage of the gap when bridged
by a solid (HDPE, Delrin and Ultem) spacer, which can be
correlated with an increased tendency for the discharge to
propagate closer to the material surface. The effect is lesser
for HDPE due to the hydrophobicity of the material, which
increases the surface flashover voltage, as previosuly dis-
cussed. This behaviour can also be seen for positive polarity
(Figs. 6a and 6b), where the flashover voltage of the open
air gap is similar to that with Delrin and Ultem spacers,
corresponding to the propagation of the discharge through
the bulk air during these tests. For HDPE, however, flashover
is initiated at much lower voltages, suggesting a discharge
path close to the surface of the solid. This was confirmed by
visual inspection during testing. The tendency for matching
discharge processes between negative and positive polarity
breakdown with HDPE under high humidity results in the
symmetrical performance at >90% RH for HDPE, as shown
in Figs. 5 and 6. The maximum difference between negative-
and positive-polarity breakdown voltages over the three pres-
sures tested is 7 kV, at 0 bar gauge. When comparing this
to Ultem and Delrin at >90 % RH, the maximum difference
between polarities is 65 kV and 68 kV, respectively, both at
0.5 bar gauge.
The presence of water molecules at higher levels of RH
also increases the attachment coefficient of the air, due
to the electronegative nature of the water molecules [31].
At higher pressures, the flashover voltages could be higher
at ∼50% RH, due to the attachment coefficient increasing
compared to that at<10%RH. Further increase of the humid-
ity to >90% RH, however, will lead to a decrease in break-
down voltage from that at ∼50% RH, due to water droplets
formed on the electrodes at >90% RH, creating high-field
regions and decreasing the average breakdown voltage, as the
disruptive discharge voltage becomes irregular [32]. It has
also been shown, in [33], that the rate of increase of the
attachment coefficient is considerably greater than that of the
ionisation coefficient, as the partial pressure of water vapour
is increased. In addition, the secondary ionisation coefficient
was found to decrease with increasing water-vapour pres-
sure [34]. In consequence, an increase in applied voltage is
required to attain the same ionisation efficiency and affect
breakdown.
C. POLARITY
As discussed in sections III and V-B, a polarity effect was
evident throughout testing. To reiterate, this polarity effect
can be attributed to the ratio of gap spacing to electrode
diameter, S/D, of the system [9], when discharges propa-
gated between the electrode edges. The discharge path is
also a potential reason for the differences between positive-
and negative-polarity breakdown voltages, as the increase
of humidity alters the discharge location when a dielectric
spacer bridges the electrodes. It is known that streamers gen-
erally propagate away from the spacer material under positive
applied voltages [3], [13], an effect that was also observed
visually during the testing phase herein. This behaviour
was evident for specific sets of environmental conditions,
at ∼50% RH and >90% RH, where the potential increase
of the conductivity in the vicinity of the surface of the added
dielectric spacer could alter the spark path, compared to that
observed at lower levels of RH. However, at <10% RH,
the lack of moisture introduced into the system created
an asymmetric performance between positive and negative
polarity, due to the asymmetric field distribution shown
in Fig. 2. This resulted in the differences in breakdown volt-
age being statistically significant to one standard deviation,
as the discharge always initiated at the high-field regions of
the system (electrode edges), leading to a higher negative
polarity breakdown voltage. As the humidity is increased,
negative streamers generally propagate along the surface of
spacer materials, compared to the bulk breakdown of air
observed for positive streamers, resulting in differences in
flashover voltage. This can be clearly seen in Figs. 5 and 6,
where the positive-polarity flashover voltages at >90% RH
are higher than those for negative polarity, for Delrin and
Ultem spacers. Another difference between positive and
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negative polarity is that, for positive polarity, the flashover
voltage generally increased with increasing humidity, partic-
ularly from <10% RH to ∼50% RH. Whereas, for negative
polarity, the flashover voltages decreasedwith increasing RH.
This can be attributed to the fact that humidity inhibits the
inception and development of positive impulsive discharges,
but exerts minimal influence upon negative streamers [35].
Overall, the influence of RH on the breakdown voltage can
be explained by the following phenomena. For positive polar-
ity, the increase in breakdown voltage with increasing RH
could be due to the lesser amount of space charge generated
under positive polarity at high humidity. There is experimen-
tal evidence, [36]–[38], that supports the notion that positive
space charge diminishes with increasing humidity. Results
reported in [39] also show a difference in corona inception
voltages, with negative inception voltages being lower than
positive, due to the effect of humidity.
D. OPEN GAP ANALYSIS
Comparing the breakdown voltages measured without solid
spacers only, some interesting effects were observed with
changing RH. For negative polarity, increased humidity was
found to decrease the flashover strength of the air gap. Partic-
ularly at>90%RH, the disruptive discharge voltage becomes
irregular [32], due to the high-field regions caused by water
droplets forming on the electrodes [25], manifested in a
decrease in the breakdown voltage from 115 kV to 70 kV at
<10%RHand>90%RH, respectively, at−0.5 bar. However,
for positive polarity, the effect of increasing humidity was
minimal throughout the tests, with average flashover voltages
of 75 kV at <10% RH, and 80 kV at >90% RH, at −0.5 bar
gauge pressure. This effect was also seen in [40], where
no change in breakdown voltage was found for lightning
impulses for humid air, with moisture content ranging from
300 ppm to 1500 ppm. The results found here generally
follow what was found in [41], [42], where there was a gen-
eral breakdown voltage increase of 5%-10% with increasing
moisture content. This could be due to photoionisation pro-
cesses, which are important in the positive-streamer break-
down mechanism, where high-energy photons are absorbed
by water molecules at high levels of relative humidity [33],
requiring an increase in applied voltage to cause breakdown.
Reinforcement of breakdown strength due to the humidity
can be observed when the relative humidity is higher than
∼60%-90%. For positive polarity, the open air gap break-
down voltage is seen to remain consistent for all levels of RH.
At −0.5 bar gauge, the breakdown voltage is seen to slightly
increase with increasing relative humidity. This was also
seen in [1], where the average breakdown voltage of an air
gap was found to increase slightly with increasing humidity,
from 9.8 g/m3 to 20.7 g/m3. Also, in [4], [12], the effect of
very high levels of humidity on the breakdown strength were
reported, where above 80%RH, the breakdown voltages were
unpredictable in amplitude. For all tested conditions, increas-
ing the pressure resulted in increased flashover voltage,
as expected. As the gas pressure increases, the electron mean
free path decreases, and the collision frequency increases.
Electrons will gain less energy between collisions, which
means that a higher applied field is required for free elec-
trons to gain sufficient energy in order to cause an ionisation
event [34].
VI. CONCLUSION
In this paper, the effect of reduced (<10% RH), medium
(∼50% RH) and elevated (>90% RH) levels of humidity on
the flashover strength of gas-solid gaps, and of open gaps,
has been investigated. Experimental results for flashover in
air at pressures around atmospheric pressure, and for impulse
voltages of both polarities, have been reported, and the mech-
anisms associated with flashover for the different sets of
test conditions have been discussed herein. It is important
for designers of insulation systems to note that, dependent
upon specific system characteristics (ratio of gap spacing to
electrode diameter), an asymmetrical electrical performance
can result, even for a geometrically-symmetrical electrode
arrangement. This information is imperative in the design
process of any pulsed power system, where it is critical to
understand the variation in the values of failure voltages
evident under different applied voltage regimes or opera-
tional conditions. From the results and associated statisti-
cal analysis, it can be concluded that the introduction of
moisture typically decreases the flashover strength at very
high (>90% RH) levels of humidity, for negative polarity
test conditions. However, at ‘medium’ levels (∼50% RH) of
humidity, there is a similar operational performance, if not
better, for a composite gas-solid insulation system, compared
to an open gas gap, under certain circumstances, due to the
electronegative effect of humid air. The location of the dis-
charge path is very important in highlighting the mechanisms
involved in the flashover process and the associated flashover
voltage, with the ratio of S/D introducing an obvious effect
in a symmetrical, parallel-plane, electrode geometry.
The highest achieved flashover voltage of ∼200 kV was
with an HDPE spacer in<10% RH air, under negative polar-
ity impulses and at 0.5 bar gauge. The lowest breakdown
voltage of ∼53 kV throughout the testing was for Delrin, for
negative polarity, and at −0.5 bar gauge and >90% RH.
Further work will include measuring the flashover volt-
age of the insulation system with solid spacers with modi-
fied (‘knurled’) surface finishes, in attempts to improve the
performance of these spacers under the same experimental
conditions, without increasing the inter-electrode distance.
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